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SITE SPECIFIC REQUIREMENTS
COUNT DESCRIPTION INSTALLED BY

FILTERRA SURFACE AREA (m²) OCEAN PROTECT

MULCH VOLUME (m³) OCEAN PROTECT

FILTERRA MEDIA DEPTH (mm) OCEAN PROTECT
VOLUME OF UNDERDRAIN STONE (m³) OCEAN PROTECT

FILTERRA LINER (m) OCEAN PROTECT

PLANTING SCHEDULE
COUNT FILTERRA BIOSCAPE SYSTEM PLANT PALETTE

GENERAL NOTES
· CONTRACTOR SHALL CONTACT OCEAN PROTECT TO COORDINATE DELIVERY AND INSTALLATION OF FILTERRA BIOSCAPE SYSTEM.

OCEAN PROTECT ACTIVIATION CAN ONLY OCCUR ONCE CONTRACTOR RESPONSIBILTIES ARE COMPLETE.
· PERFORM FILTERRA BIOSCAPE SYSTEM EXCAVATION ONLY AFTER ALL THE CONTRIBUTING DRAINAGE AREAS ARE PERMANENTLY

STABILISED. DO NOT CONSTRUCT FILTERRA BIOSCAPE SYSTEM IN AN AREA PREVIOUSLY USED AS EROSION AND SEDIMENT CONTROL
FACILITIES. DO NOT STOCKPILE MATERIALS OR STORE EQUIPMENT IN THIS AREA. CONTRACTOR SHALL TAKE APPROPRIATE MEASURES
TO PREVENT CONSTRUCTION-RELATED EROSION RUNOFF FROM ENTERING THE FILTERRA MEDIA BAY.

· FILTERRA SHALL BE INSTALLED OFFLINE AS EARLY AS POSSIBLE AFTER SITE STABILISATION TO ALLOW FOR SOIL MATURITY AND
SYSTEM ESTABLISHMENT.

· CONTRACTOR SHALL COORDINATE WITH OCEAN PROTECT BEFORE THE FILTERRA  BIOSCAPE SYSTEM IS  EXCAVATED TO MINIMISE THE
TIME BETWEEN EXCAVATION AND COMPLETION OF THE FILTERRA BIOSCAPE SYSTEM. ONCE EXCAVATED, ANY STANDING WATER THAT
ACCUMULATES IN THE EXCAVATED AREA MUST BE REMOVED BY THE CONTRACTOR BEFORE OCEAN PROTECT CAN COMMENCE THE
FILTERRA BIOSCAPE SYSTEM. ANY ADDITIONAL EXCAVATION WILL BE THE RESPONSIBILITY OF THE CONTRACTOR.

· CONTRACTOR SHALL PROVIDE ACCESS TO THE EXCAVATED AREA(S) FOR OCEAN PROTECT TO USE DURING THE CONSTRUCTION OF THE
FILTERRA BIOSCAPE SYSTEM(S). ACCESS SHALL NOT PROHIBIT LIGHT DUTY EQUIPMENT THAT MAY BE USED TO INSTALL THE
COMPONENTS (STONE, MEDIA, ETC). THE CONTRACTOR SHALL BE RESPONSIBLE FOR ANY RE-STABILIZATION THAT MAY BE REQUIRED
AFTER THE FILTERRA BIOSCAPE SYSTEM INSTALLATION/ACTIVATION.

· OCEAN PROTECT AND/OR ITS REPRESENTATIVES SHALL BE RESPONSIBLE FOR THE LIST ENTITLED 'OCEAN PROTECT INSTALLATION
RESPONSIBILITIES'.

· NO FLOW SHALL ENTER THE FILTERRA SYSTEM UNLESS OCEAN PROTECT HAS ACTIVATED THE SYSTEM AND CONFIRMED
ESTABLISHMENT

CONTRACTOR WORKS AND INSTALLATION RESPONSIBILITIES
A. CONTRACTOR TO PLACE FILTERRA INLET STRUCTURE ON BEDDING AS SPECIFIED BY THE ENGINEER. OCEAN PROTECT SUGGESTS AS A

MINIMUM TO USE 150MM BEDDING STONE ON COMPACTED SUB-GRADE TO 90% DENSITY. UNSUTIABLE MATERIAL SHALL BE REPLACED
AS ADVISED BY THE ENGINEER.

B. CONTRACTOR SHALL PROVIDE AND INSTALL DRAINAGE ITEMS TO, FROM AND INCLUDING THE INLET AND OUTLET STUCTURES AS PER
THE APPROVED SITE PLANS.

C. OCEAN PROTECT CAN PROVIDE COUPLERS AT THE FILTERRA INTERFACE FOR CONNECTION TO THE INLET DIVERSION PIPES. ALL
DRAINAGE TO AND FROM THE FILTERRA MUST ALLOW FOR POSITIVE FLOW.

D. CONTRACTOR TO PROVIDE BATTER ACCORDING TO DIMENSION AND SLOPE SHOWN ON PLANS. SLOPE FROM SHOULDER TO FILTERRA
BIOSCAPE SYSTEM SURFACE PERIMETER SHALL NOT EXCEED 3:1. TURF IS REQUIRED TO STABILISE SIDE SLOPES SHOWN ON DETAIL AND
ON PLAN SHEETS.

E. CONTRACTOR TO EXCAVATE MEDIA AREA CORRESPONDING TO THE SIZE OF THE FILTERRA BIOSCAPE SYSTEM SURFACE AREA AS SHOWN
ON DETAIL AND ON PLAN SHEETS.

F. CONTRACTOR SHALL EXCAVATE VERTICALLY FROM BOTTOM OF UNDERDRAIN STONE OR DRAINAGE STONE IF REQUIRED, TO ELEVATION
OF MULCH AS SHOWN ON THIS DETAIL.

G. CONTRACTOR TO CONFIRM DEPTH OF EXCAVATION. IF THE EXCAVATION HAS BEEN MADE TOO DEEP AND ADDTITIONAL UNDERDRAIN
STONE NEEDS TO BE USED TO RAISE THE BASE OF THE FILTERRA, THIS COST SHALL BE TAKEN ON BY THE CONTRACTOR.

H. RETAINING WALLS AND ADDITIONAL EROSION CONTROL AROUND THE FILTERRA BIOSCAPE SYSTEM. RETAINED OFFLINE FROM FILTERRA
OCEAN PROTECT SUPPLY AND INSTALLATION RESPONSIBILITIES

1. GEOTEXTILE FABRIC ALONG THE PERIMETER OF THE FILTERRA BIOSCAPE SYSTEM EXCAVATION.
2. UNDERDRAIN STONE. TYPICALLY 250mm THICK (50mm UNDER THE PIPING 150mm AROUND THE PIPING AND 50mm ABOVE THE PIPING)
3. 150mm UNDERDRAIN PIPING UNLESS OTHERWISE APPROVED BY OCEAN PROTECT, ASSOCIATED PIPING AND FITTINGS/ELBOWS TO

CONNECT TO THE PIPING/FITTING(S) THAT IS PROVIDED BY CONTRACTOR (SEE CONTRACTOR INSTALLATION RESPONSIBILITIES THIS
DETAIL).

4. 530mm FILTERRA MEDIA.
5. 75mm DOUBLE SHREDDED HARDWOOD MULCH OVER ENTIRE FILTERRA BIOSCAPE SYSTEM SURFACE AREA.
6. PLANTINGS OF PLANTS SELECTED BY ENGINEER THAT MATCH OCEAN PROTECTS APPROVED PLANTING LIST.
7. RIPRAP APRON AROUND ALL FLOW ENTRY POINTS AS DESIGNED AND INDICATED ON THIS DETAIL
8. CLEAN-OUT ADAPTER,PLUG AND PIPING.
9. COMMISIONING THE SYSTEM

OCEAN PROTECT

FILTERRA BIOSCAPE SYSTEM

WITH BIOSCAPE INLET STRUCTURE

SPECIFICATION DRAWING

PLAN

SECTION A-A

(PLANTING NOT SHOWN FOR CLARITY)
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